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ATL Accurate Testing Labs, LLC

7950 Meadowlatk Way Coeur d'Alene, ID 83815  Phone (208) 762 8378  Fax (208) 762 9082
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Web site: www.acturatetesting.com E-mail: info@accuratetesting.com

Paul Sifford . Order No.: 2010070462

City of Plummer Description: City of Plummer

P.O.Box B ,

Plummer, ID 83851 : Date Received: 07/21/2010

| Certificate of Analysis

Sample No.! 1 Matrix: Waste Water

Location: WWTP INF - 1 D/T Collected: 07/21/2010 10:00:

Sample Type: GRABS Collected By: Pau! Sifford

Analyte Result Unit PQL |Method Analysis Date] Analyst
Biochemical Oxygen Demand (5-day) 41 mg/L 2 SM 5210B 0772772010 |AC -
Total Suspended Solids 283 mg/L K SM 2340D 07/23/2010 |BR
Ammonia (NH3-N) 38.59 mg/L 0.08 |SM 4500-NH3 07/28/2010 |AC
pH 725 SM 4500H 07/21/2010 |AC
Chlorine, Total ' ' ND mgiL 0.01 |EPA230.5 07/21/2010 |AC
Dissolved Oxygen 0.39 mg/l 0.05 |EPA360.1 07/21/2010 {AC
Total Celiform Bacteria >1600 MPN/10OML |2 SM 92218 07/23/2010 |AC
Fecal Coliform Bacleria >1600 _|mPN/10OmL |2 SM 9221E 07/23/2010 |AC
E. Coli Bacteria >1600 MPN/10OmL |2 SM 9221F 07/23/2010 |AC

Sample No.: 2 © Matrix: Waste Waler .
Location: " WWTP EFF - 1 UV Treated D/T Collected: 07/21/2010 09:45;
Sample Type: GRABS Collected By: Paul Sifford
Analyte Result Unit PQL {method Analysis Datel Analyst
Biochemical Oxygen Demand (S-day) 5 mo/L 2 SM 52108 0772712010 |AC
Total Suspended Solids 3.00 mg/L 1 SM 2540D 07/23/2010 |BR
Ammonia (NH3-N) 0.21 mgi. 0,08 |SM4500-NH3 07/28/2010 |AC
pH , 7.85 SM 4500H 07/21/2010 |AC
Dissolved Oxygen - 783 moiL 0.08 |EPA380.1 072112010 |AC
Total Coliform Bacteria - - . 4 MPN/100mL |2 SM 9221B 07/25/2010 WM
Fecal Caliform Bacteria . ND MPN/10OmL |2 SM 9221E 07/2412010 |WM
E. Coll Bacteda ND MPN/10OmL |2 &M 8221F 07/24/2010 WM
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